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GENERAL APPROVAL - Renewal - O’Hagin’s Model “S” Cloaked Vent Tile for attic
ventilation.

DETAILS

O’Hagin’s Model “S” Cloaked Vent Tiles are comprised of two pieces. A 25 %" x 11" sub-
flashing constructed of galvanized sheet steel with a formed opening covered with galvanized
wire mesh for insert protection and a 25" x 19 %" formed galvanized steel hood with two cut
openings on the underside, also covered with galvanized wire mesh.

O’Hagin’s Model “S” Cloaked Vent Tiles can be used to provide attic ventilation for roofs and
roofing structures employing clay or concrete tile roofs.

The approval is subject to the following requirements:

1. Location and specifications of O’Hagin’s Cloaked Vent Tiles shall be shown on approved
plans.

2. Installation of the O’Hagin’s Cloaked Vent Tiles shall be in accordance with the
manufacturer’s written instructions and as specified herein. A copy shall be kept at the job
site.

3. O’Hagin’s Cloaked Vent Tile vents have a rating of 95 square inches Net Free Ventilation
Area and simply take the place of two roofing tiles specified for the job.

4. All O’Hagin’s Cloaked Vent Tiles are stamped with an identifying mark. No substitutions
will be accepted.
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5. O’Hagin’s Cloaked Vent Tiles shall be manufactured by O’Hagin Manufacturing, LLC.,
according to sizes, styles and materials as indicated on approved plans.

DISCUSSION

The report is in compliance with the 2020 City of Los Angeles Building Code.

O’Hagin’s Cloaked Vent Tile approval is based on tests per ICC-ES AC132.

Addressee to whom this Research report is issued is responsible for providing copies of it,
complete with any attachments indicated, to architects, engineers and builders using items

approved herein in design or construction which must be approved by Department of Building
and Safety Engineers and Inspectors.

This general approval of an equivalent alternate to the Code is only valid where an engineer
and/or inspector of this Department has determined that all conditions of this Approval have
been met in the project in which it is to be used.
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